
 

 

 

 

 

Cable Strike Mt Roskill Substation 
 
A Civil Contractor working at Mt Roskill, was carrying out ground 
reinstatement activities. 
 
During these activities the contractor has worked outside of the 
agreed scope of works, and has attempted to remove what he 
thought were redundant 22kv Cables. 
 
The cables were later identified as ROS_FDR_2012, which is a 
Vector feeder and Ripple plant feeder. 
 
The digger operator had placed the bucket under all 3 individual 
cables and proceeded to attempt to pull them up and out of the 
trench. The cables have then exploded causing damage to the 
cables and digger. 
 
Thankfully there were no physical injuries to any of the work 
party. 
 
 

 
  
 

 

Immediate actions 

• Work was stopped, and all staff safety well-being was checked 

• Vector and NGOC informed of damage 

• Circuit isolated and earthed 

• Incident reported to Work Safe 

• Cable repairs underway 

• Full investigation has commenced  

• No work to commence until full state of project health check has been completed 

 

For more information, please contact:  

 

Name Mike Lowe 

Position Operations Manager  

Mobile 0274958146 

Email Michael.lowe@broadspectrum.com 

Maximo No. 122306 

Incident Date 16/08/19 


