
 

 

 

 

 

 

 

 

 

 

 All work was stopped.  

 All staff kept clear of the site.  

 Notification was made to the client and the asset owner. 

Conductor crossing 11kV line adjacent to spans being 

worked on results in line tripping 

MHO-PKK Dismantle Project 

EVENT 

 

IMMEDIATE ACTIONS 

 

 Date: 20/01/2017 

Maximo Reference: TBC 

For more information Name:   Karyn McLachlan 
please contact: Contract Manager | Central Transmission Lines 

 Mob: 021 285 6909 
 Karyn.mclachlan@broadspectrum.com  

At approximately 11.05am on 20 

January, 2017 a lines work party was 

undertaking work to remove 

conductors as part of the MHO-PKK 

Dismantle Project.  

The work being undertaken required 

removal of conductors in adjacent 

spans to an 11kV line crossing the 

conductors.  

During the work the span of conductor 

crossing the 11kV came into contact 

with that 11kV line tripping the 

distribution circuit.  

The incident resulted in no injuries.  

An investigation is underway.  
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