
 

 

Excavator Contacted 400V Line 

 

Immediate actions 

• Site was made safe 

• The line was isolated and repaired 

• The Operator was drug tested – negative 

• An investigation is underway 

For more information, please contact: 

 Name Paul Higgins 

Position Project Manager 

Mobile 021 828 677 

Email phiggins@electronet.co.nz 

Maximo ref 102668 

Incident date 22/11/17 

• An excavator had been loaded onto a trailer for transport. When the operator went to pick up and 

load a plate compactor unit using the excavator he contacted and broke a live 400V overhead line. 

• There was the potential for electric shock. 


