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Event Number: 15807 SafEty Ale rt

Event Date: 07 /09 /2016
Classification: Hazard Observation

Earth plate bolted connection surface corrosion

Description of Event: During work on CST-SFD-A0080 staff identified earthing
plate with serious oxidation between bolted surfaces. This may cause a poor
earth connection, putting staff on earthed line work at higher risk.

CST-SFD-A0080 original fitted earth plate CST-SFD-A0080 Earth plate removed for inspection

Contributing Factors: Earthing plates installed prior to the current version of the
TP.SS 02.12 service specification in 2010, may not have been installed
correctly. Electrix has identified this issue on multiple structures in the NL4
region.

Actions to Prevent Reoccurrence: Inspect the bolted earth connection and
verify it being fit-for-purpose before use. If corrosion is evident,
refurbish the earthing plate connection to meet TP.SS 02.12 Appendix
E.1.11 requirements.

Lessons Learnt: Bolted earth connection should be inspected and verified to be
fit-for-purpose before use.

For further information please contact: Tony Bain, QSE Assessor Phone: 06 353 3555
Date of release: 07 / 09 /2016
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