
 

 

 

 

  

 

Penrose Old Control Building Asbestos 

EVENT 

IMMEDIATE ACTIONS 

• Until further notice, access to the Old Control Building is restricted to emergencies only and must be 

specifically authorised by Vijay Reddy 

• When accessing the building, PPE worn must include Type 5 or 6 disposable coveralls, gloves and 

booties, P2/P3 filtered half mask. This is to be in addition to the appropriate Transpower PPE. Please 

refer to AS/NZ 1715:2009 for details around the respiratory device. Specific PPE training must be 

completed prior to entry. 

• Further testing is underway on 11/03/15 to determine the full extent of the asbestos. Following this 

testing, the hazard and risk levels can be more thoroughly understood and appropriate actions 

implemented 

• A management plan is being completed and will be implemented to ensure interim safety until the 

hazard can be fully remedied. 

• Further communication will follow subsequent to the testing 

For more information Vijay Reddy 

please contact: Maintenance Manager NNI 
 Mob: 021 288 5974 

 vijay.reddy@transpower.co.nz 

Date 11/03/15 

As part of the seismic strengthening programme, asbestos testing has been 

completed at the Penrose Old Control Building. This testing confirmed the 

presence of asbestos in the roof space and on top of a cabinet in the control 

room. 

At this stage, the extent of the asbestos is unknown so access is restricted to 

emergency access only, and must be expressly authorised by Vijay Reddy. 

 


