
 

Safety Alert – SA265 
Incorrect Circuit Request 
This Alert is applicable to (please tick):  

Fibre  Distribution  Transmission X Wider Business X 

Date of issue: 06/05/2015   

Incident Description 

Date of Event 30 April 2015 

Location Ohaaki Wairakei A Line – Tower 0048 

Time 8.50 am 

Injuries/Damage sustained No injuries or damage sustained 

Event Description During the hazard briefing, it was identified by the work party that the Access 
Permit they had been issued with, was for another circuit (NAP-OKI-2) and not the 
circuit as required (NAP-WRK-2), to safely work on Tower 48. 
 
It appears that during scoping and planning for the work, the incorrect circuit was 
identified.  An incorrect outage was subsequently booked and carried out. 

Initial Actions Taken On finding the error, and before work commenced the team notified the Project 
Manager and the Supervisor and they returned to the depot.   
 
All current outages planned have been double checked to ensure circuits are 
correct. 

Actions Required / Messages  Ensure the latest single line diagrams are used to verify scoping and 
planning information; 

 Full investigation and review of the planning process and systems is 
underway; and 

 One of the key learnings is the importance of the hazard briefing before 
site works commences. 

SM-EI Reference/ Hazard 
Register ID 
 

To be determined from the investigation 

 
This alert was released by: 

Janine Wagstaff - 02174595660 

 


