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Incident Title:  

Long & Crawford T4GF3 Fuse Clip Failure 

Date of Incident:   

Monday 29 June 2015 

Incident Description and Details:  

The nylon fuse securing clips have been fracturing resulting in insufficient  

pressure being applied to the fuse retainer. No switch failure has resulted  

from a loose fuse. This is an advisory measure only. 

Recommendations / Lessons: 

Bakelite replacements are to be fitted when broken fuse retaining clips  are  

found. The operational requirement for total isolation of the ring main whilst 

servicing remains. 

Contact Person: 

Bill Doig HSC Manager – 07 8503124 bill.doig@wel.co.nz 

 

Date of Incident Alert issue: 29/6/2015 

Alert Number: 101 

 

 

 

 

 

 

 

Damaged clip 

 

Bakelite Replacement 

 

 

L&C T4GF3 Fuse Clips 

 

INCIDENT ALERT 

bill.doig@wel.co.nz

