B Safety Advice 07-2000 (A) (NZ)

LIVE LINE GLOVE & BARRIER INCIDENT

A team was carrying out a live line glove and barrier procedure fitting dropout fuses to a spur
line, when one of the workers slipped on some loose gear in the bucket causing a jumper being
worked on to make contact with another phase. The two workers in the bucket received flash
burns to their faces, which fortunately were not serious.

The main causal factors were identified as:

= A failure to follow the correct procedures in the correct sequence.

= A failure to communicate between members of the team.

* Insufficient cover up gear applied.

= An unsafe work position due to a cluttered working area in the bucket.



